
Target Actual Trend Target Actual Trend

Fire Safety Legionella Management

Percentage of communal areas with Fire Risk 

Assessments (FRA).
100.00% 100.00%

Percentage of properties with communal water 

facilities that have been risk assessed.
100.00% 100.00%

Percentage of FRA reviews overdue. 0.00% 0.00%
Percentage of risk assessments overdue for 

review.
0.00% 0.00%

Number of communal areas where the FRA 

was not renewed prior to expiry since last 

reporting date.

0 0
Number of remedial actions outstanding for 

completion.
0 23

Number of remedial actions overdue for 

completion:

Percentage of monthly on-site checks not 

completed.
0.00% 0.00%

Comments

Priority - Medium (6 - 12 months) 0 327

Comments

Number of dangerous or potentially dangerous 

defects outstanding.
0 0

Comments

Comments

Percentage of overdue properties. 0.00% 0.00%

Comments

Number of remedial actions overdue for 

completion.
0 0

Comments

Lift Safety - Domestic

Number of domestic lifts overdue a thorough 

examination.
0 0

Lift Safety - Non-Domestic

Number of non-domestic lifts overdue a 6-

monthly examination.

0 0

Percentage of non-domestic lifts with an up-to-

date service.
100.00% 100.00%

Number of properties where a service was not 

completed prior to the due date since the last 

reporting date.

0 0

Gas Servicing

Landlord Gas Safety Record (LGSR) 

compliance.
100.00% 100.00%

Priority - Low (12 months) 0 87

Priority - High (1 - 6 months) 0 22

23 actions outstanding, including 2 tanks at Sterte Court.  18 are scheduled to be 

completed by the end of July, 1 is awaiting agreement for a recommendation for 

works and the remainder are awaiting a decision on how to progress.

The tanks at Sterte Court are part of Project Admiral sprinkler installation which is 

anticipated will commence Dec 19.  In the meantime, the tanks are being tested 

monthly by The Testing Lab.

Comments
Periodic Electrical TestingOf the overdue actions, 337 are fire doors, 143 flat and 194 

communal.  An order will be placed shortly for 150 

replacement fire doors.  All high priority doors are within this 

order.

Percentage of properties overdue satisfactory 

electrical inspection.

Number of properties where electrical 

inspection expired prior to renewal since last 

reporting date.

0.00% 0.15%

0 7

7 properties overdue due to failure of contractor, Spectrum Property 

Care, to complete works. Now due to complete by the end of July 

2019.

Number of dangerous or potentially dangerous 

defects outstanding.
0 0

Percentage of domestic lifts with an up-to-date 

service.
100.00% 100.00%

Overdue was scheduled within due date however resident rearranged 

and this will be completed by 10/06/19.

Number of overdue properties subject to legal 

proceedings.
0 0

Asbestos Management
Number of properties where LGSR expired 

before renewal since last reporting date.
0 0 Percentage of communal areas surveyed for 

asbestos.
100.00% 100.00%
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Number of ACM re-inspections not completed 

prior to due date since last reporting date.
0 0

Percentage of dwellings surveyed for 

asbestos.
100.00% 100.00%

Percentage of Asbestos Containing Material 

(ACM) overdue for re-inspection.
0.00% 0.00%

Number of properties where a service was not 

completed prior to the due date since the last 

reporting date.

0 0


